2006 IECC Commercial Compliance Paths

ASHRAE/IESNA OR IECC 2006

Standard 90.1 \Chapter 5

Sect. 502, 503, 504, 505
(Shall comply with each
individually)

(<40% glazing area)

Mandatory Requirements
Sects. 502.4, 502.5, 503.2,
504, 505.2, 505.3, 505.4,
505.6, 505.7

|
|
|
|
Any conbination
of these |methods

may be|used to
show coinpliance

Prescriptive
(Ch.5)

Performance
Sect. 506 and all

Mandatory Requirements
(must be used for >40% glazing area)

ASHRAE
90.1-2004

Mandatory Requirements:

Sect. 502.4-Air Leakage

Sect. 502.5-Moisture Control

Sect. 503.2-Mechanical Systems

Sect. 504- Service Water Heating

Sect. 505.2-Lighting Controls

Sect. 505.3-Tandem Wiring

Sect. 505.4-Exit Signs

Sect. 505.6-Exterior Lighting

Sect. 505.7-Electrical Energy Consumption

When using the 2006 IECC all Mandatory Requirements must be met regardless
of the compliance path. These requirements are basic energy efficiency
practices and generally have no bearing on energy compliance or modeling
software.
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